3260 R Street NW
WASHINGTON, DC
TANK SERVICE CAPACITY |[ACCEPTANCE |REQUIRED REQUIRED DIA. LENGTH | APPROX. WT. | INITIAL FILL P.|RELIEF VALVE WEIGHT MANUFACTURER. REP. AND MODEL NUMBER OR APPROVED EQUAL |
NO (GALLONS) VOL. VOL. ACCEPTANCE Ny | (IN.)  |(FLOODED)LBS|  (PSIG) P. (PSIG) WT. (LBS) S _
(GALLONS) | (GALLONS)| (GALLONS) Client
DISTRICT OF COLUMBIA PUBLIC LIBRARY
901 G Street, NW
ET-1 | HOT WATER 35 35 28.7 15.2 20 37 125 4 25 125 WESSELS COMPANY. CUMMINS—WAGNER CO., INC. MODEL NLA 130 Washington, DC 20001
202.442.6870
Construction Manager
SMOOT CONSTRUCTION COMPANY
5335 Wisconsin Avenue, NW
Suite 940
Washington, DC 20007
GAS FIRED HOT WATER BOILER— BURNER SCHEDULE
Architect
EFFICIENCY |GAS FIRING | GROSS |ENTERING [LEAVING | pp [MINI.WATER| ~ BURNER ELECTRICAL DATA | OPERATING DIMENSIONS (IN.) R O ot o 1 ECTURE
P. MANUFACTURER AND MODEL NUMBER Eye Street,
UNIT NO.| LOCATION % RATE OUTPUT | WATER WATER | (F7)) [FLOW RATEIGURNER WEIGHT 0t loerty TReEichTIwioTh Washington, DG 20005
(MBH) (MBH) | TEMP. (F) | TEMP. (F) GPM Hp | VOLTS |PHASE |CYCLE (LBS) DIAMET. OR APPROVED EQUAL 202.333.4480
B—1 [MECH. ROOM 88 500 421 120 140 |10 42 - 120 1 60 528 6” 37 56 | 30 [A.0. SMITH VB—500 Structural Engineer
B—2 |MECH. ROOM 88 500 421 120 140 |10 42 - 120 1 60 528 6" 37 56 | 30 |A.0. SMITH VB—500 RESTL DESIGNERS
MEP Engineer
JOHN J. CHRISTIE & ASSOCIATES
301.608.0005
NOTES: 1—CONTRACTOR SHALL FOLLOW MANUFACTURER RECOMMENDATIONS. Associate Architect
2—CONTRACTOR SHALL FOLLOW MANUFACTURER RECOMMENDATIONS FOR VENTING SYSTEM. HOSHIDE WILLIAMS ARCHITECTS
206.325.6441
MODULER AIR COOLED CHILLER SCHEDULE oM e
AMT
202.289.4545
NOMINAL POWER EVAPORATOR WATER SLooRCAL DATA ELECTRICAL DATA DIMENSION (INCHES)| OPERATING MANUFACTURER AND MODEL
UNIT COOLING EWT |LWT COMPRESSOR DATA A v Landscape Architect
o LOCATION|AREA SERVED CRPACITy CONSUMPTION @ |7 | oowt Iro, 1 FOULING QTY S A RLA A | ary | R EA CIRCUIT CIRCUIT #2 VoL 1 P | Ha CER ] W } WEIGHT (LBS) NUMBER LEE + PAPA AND ASSOCIATES
. (TONS) (KW) o FACTOR . . " ["MCA | MOCP | MCA T MOCP . . 202.466.6666
CH-1 |ON GRADE | BUILDING 72.7 79.9 55 | 45 | 1746 | 4 X >%|a>m?5 N7 =7 12 2 18 35 144 175 460 | 3 60 | 109 |2355| 63 | 75 10,200 MULTISTACK ~AIRSTACK # QMA121720085
UNIT ELECTRICAL DATA DIMENSIONS [IN] WEIGHT MANUFACTURER AND
SERVICE LOCATION | TYPE CFM | RPM SP DRIVE | SONES [LBS] MODEL NUMBER CONTROL B
NO. N WC P | WATTS | VOLTS | PHASEICYCLE | L W H APPROVED EQUAL I
EF—1 ELECTRIC ROOM 027 CEILING CEILING 500 1080 0.4 D.D 2.7 - 325 115 1 60 14.375 | 18 13.25 | 36 GREEN HECK CSP—A710 T—STAT AND SWITCH
CONTRACT:
DCCE-2007-C-0099
DX SPLIT SYSTEM SCHEDULE WALL HEATER SCHEDULE KEY PLAN
EVAPORATOR UNIT CONDENSING UNIT DESIGNATION] BTU/HR | LocaTioN MANUFACTURER AND
N i T Type | NOW. [ COOLING capACITY ELECTRICAL ELECTRICAL BAIS OF VBH V/HZ/PH |KW| WGT | DIMENSIONS | MODEL NOMBER
NO. TONS| TOT | gpg | EWB | FLA |voLT | PH |[HZ | EAT | FLA | RLA [VOLT | PH | HZ MODEL NO. EWH-1 6.9 |VENDING 013 |208/60/1 | 2 | 22 | 20"Hx15"W |MARKEL MODEL NO. F3324TTD-RP "
MBH
T EWH-2 6.9 |WATER RM 010|208/60/1 | 2 | 22 | 20"Hx15"W |MARKEL MODEL NO. F3324TTD-RP D
AC—1/CU-1| ELEVATOR MACHINE RM. vouTep | 15 [ 188 [ 70 | 61 | 07 | 120 |1 |60 |95 |.75 | 120 [120 | 1 | 60 | MTSUBISHI PK18FK/FL oWi3 | 59 |CORRIDOR 02#|208/60/1 | 2 | 22 | 2015w | NARKEL MODEL NO. F3324TTD—RP I
DATE: | DESCRIPTION:
EWH-4 6.9 |[VESTIBULE 104|208/60/1 | 2 | 22 | 20°Hx15"W |MARKEL MODEL NO. F3324TTD-RP 01800
EWH-5 6.9 |[VESTIBULE 103/208/60/1 | 2 | 22 | 20"Hx15"W |MARKEL MODEL NO. F3324TTD-RP 00.01.08
1. UNIT SHALL BE FURNISHED W/ BUILT-IN POWER DISCONNECT & THERMINAL COUTOUT 12.19.08 PERMIT SET
NOTES: 02.27.00 GMP SET
NOTES: 2. UNIT SHALL BE FURNISHED W/ RECESS MOUNT ENCLOSURE 2l
1— PROVIDE LOW AMBIENT CONTROLS & 3. UNIT SHALL BE FURNISHED W/ INTEGRAL UNIT MOUNTED TAMPERPROOF THERMOSTAT
CONDENSATE PUMP= 10’ OF HEAD (RANGE 45° TO 95") 05.26.09 |OGB PERMIT REVIEW
PROVIDE_HOUSEKEEPING PAD. 05.29.09 |ADDENDUM 1
2— CONTRACTOR SHALL NOT USED CFC—BASED REFRIGERANTS FOR THIS EQUIPMENT.
ELECTRIC DETA MOTOR DATA AIR DELIVERY DATA DIMENSION
SHEET TITLE:
UNIT SERVICE BTUH | KW |AMPS |HEATER | PHASE [CYCLE|CONTROL| VOLTS | HP | RPM | CFM | H W D WEIGHT REMARKS
NO. VOLTS VOLTS SCHEDULE
EUH-1 | MECH. ROOM 026 17,100 | 5 241 208 | 1 60 | 24 208 [1/125(1550 | 400 |17-3/4"|14-15/32"|6-1/2" | 27 | MARKEL MODEL 5100 SERIES
F1F5105N N MECHANICAL

SCHEDULE MECHANICAL SCALE: NO SCALE I
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